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Abstract. One of the most important issues in the implementation of energy saving measures is a proper evaluation of 
possible energy savings. If energy savings are overestimated in an energy audit (EA), a situation may occur where after 
the renovation, the implemented energy saving measures is not paid back or their pay back time is longer than expected 
before the funds (mostly loaned) were invested. To avoid such a situation, the procedure of a building's energy audit 
should involve the correction of calculated heat balance according to its real heat consumption, recalculated to the 
normative conditions. In manipulating different building _parameters of not exact meanings, it is necessary to attain that 
the building's heat demand before renovation (theoretically calculated by the same methodology and parameters as 
demand after renovation) would be as close as possible to the actual heat consumption, recalculated under normative 
conditions. Only after such a fitting of the actual and theoretical heat demands (decomposition of building heat balance 
and correction of its components) is it possible to have a reasonable assessment of the feasible heat savings, after the 
implementation of heat saving measures. 
The aim of this work is to disclose some peculiarities of building heat balance that is used for energy audit calculations 
of existing buildings, to offer a calculation methodology evaluating these peculiarities, to show evidently the importance 
of the investigated problem. 
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1. Introduction 

In Lithuania 53 % of final energy is consumed for 
the heating of buildings. A half of this amount is sup
plied by district heating systems. According to prelimi
nary estimations the owners of buildings pay over 2 bil
lion Litas for heating and about 0,5 billion yearly for 
electricity. These quantities depend greatly on energy 
using efficiency and are important for Lithuania's eco
nomical, social and environmental situations and their 
development. The strategy of the European Community 
until 20 I 0 in this direction is stated in Energy Efficiency 
Action Plan, based on a report about the energy effi
ciency of the European Commission [1-5]. This Plan 
covers measures for energy efficiency integration into the 
Community policy and the reinforcement of the present 
policy. The main statements of the newly initiated Di
rective for a building's energy characteristics will defi
nitely make an influence on the implementation and 
measures taken by Lithuanian Energy efficiency policy 
[6]. The European Community performed a study of the 
Energy Efficiency policy in the European Union coun
tries [7], and the main attention in this work was paid to 
the administration of the national energy audit (EA) and 

similar programmes, their legislative environment, sub
sidy system policy, the main participants and the imple
mentation experience. 

One of the most important issues in the implemen
tation of energy saving measures is a proper evaluation 
of possible energy savings. If these savings are overesti
mated in an energy audit, a situation may occur where, 
after the renovation, the implemented energy saving 
measures are not paid back or their pay back time is 
longer than expected before the funds (mostly loaned) 
were invested. This situation damages consumer inter
ests and the prestige of energy efficiency programmes 
and energy consultants. The authors of this article, to
gether with other specialists of buildings and their sys
tems, have made a number of researches, methodical and 
practical works related to building energy audits [8-13]. 

The aim of this work is to disclose some peculiari
ties of building heat balance that is used for energy au
dit calculations of existing buildings, to offer a calcula
tion methodology evaluating these peculiarities, to show 
evidently the importance of investigated problem. 
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2. Problem 

For a correct evaluation of possible heat savings, it 
is necessary to know the building heat consumption be
fore and the designed heat demand after the installation 
of heat saving measures. The implementation of this 
simple principle depends on several factors. First of all, 
these two quantities can be compared only if they are 
determined under the same conditions. It is most useful 
when the heat demand and consumption are (re)calculated 
for the so-called normative conditions, when the outdoor 
and indoor air temperatures satisfy the normative require
ments. Generally, the actual indoor and outdoor air tem
peratures never match such conditions and therefore the 
actual heat consumption should always be recalculated 
for the normative conditions. 

In Lithuania, as distinct from other West European 
countries, energy audits were started when all buildings 
consuming the heat from the district heating network (or 
natural gas network as heat source) had already installed 
the heat (or gas) meters. Thus, energy consumers and 
energy consultants had the possibility to compare the 
energy consumption before and after the implementation 
of energy saving measures. However, as experience and 
practice showed [14], both consultants and consumers 
made many mistakes. This could be explained by the 
absence of methodological base, unity of content and 
form, or just a lack of knowledge when performing these 
estimations. Some energy consultants used only heat de
mand calculations without an analysis of actual consump
tion data. 

As international practice confirms, the measurements 
of heat transfer coefficients (U-values) of a building en
velope are not usually included in a "normal" energy 
audit (as it is not a scientific investigation), though these 
values are used in calculations of every, even the sim
plest, energy audit. The same could be said about di
mensions of a building and its external partitions, their 
air-tightness and air change rates of premises. The cal
culated heat demand depends significantly on these pa
rameters and so the accepting of some values, even of a 
possible limited range, can cause deviations of up to some 
tens percent. 

Effective utilisation of heat gain from such sources 
as the sun, people and household appliances depend on 
the control level of the heating system. As a rule, im
proved automatics and regulated by consumers control 
equipment take place among the energy saving measures 
recommended in EA report. This causes a reduction of 
heat consumption independently of the thermal charac
teristics of a building envelope. 

For a correct selection of energy saving measures 
and the evaluation of their efficiency, the consumed and 
calculated heat amounts "before" and "after" renovation 
should be divided into components. The number of these 
components should be not less than the number of sup
posed energy saving measures (more is better). This di
vision process and balancing of actual and calculated heat 

consumption before renovation (by choosing and correct
ing the thermal properties of a building envelope, air 
change rate, taking into account indoor and outdoor tem
peratures, heating system regulation type, etc) is the 
methodological basis for solving the investigated problem. 

Only after such a fitting of the actual heat consump
tion and theoretical heat demand it is possible to reason
ably assess the feasible heat savings, after the implemen
tation of heat saving measures. 

3. Methodology 

Energy saving calculations usually should be made 
for several buildings, in a short term and not so detailed 
as during the design of the building heating system. 
Therefore it is necessary to have a methodology that al
lows one to perform calculations based on aggregated data 
with a possibility to divide the total heat demand among 
building elements and the processes of a building. 

Usually calculation methods of heat demand and the 
designed capacity [ 15, 16] are not adopted for such cal
culations, because they provide no possibility to deter
mine the capacity of the heating system and the heat 
consumption for the whole building at once, using, for 
example, total areas of each partition type (walls, win
dows, roof, floor) and total air change of building, but 
not calculating that for each room and each partition, 
thermal bridge and air volume of this room. 

The base of the methodology presented here was 
elaborated in the Heating and Ventilation department of 
Vilnius Gediminas Technical University [17, 18]. Al
though it is based on aggregated data, it is precise enough 
[ 19] to be used for checking and evaluating the real heat 
consumption, for an analysis of buildings that have no 
registered heat consumption or when the registered data 
are not reliable. This methodology is not suitable for 
designing the building heating systems, because it pro
vides no possibility to calculate heat losses of individual 
premises. The main target of this methodology is multi
storied residential buildings but with some reservation it 
could also be used for public buildings. Due to the men
tioned reasons this methodology was chosen, modified 
and supplemented for a better adaptation to a building 
energy audit and the computer program GGNEV A [8], 
as was created for energy consultants. Here are presented 
only essential moments of this methodology, illustrated 
by fragments of the GGNEV A program. 

4. Heat balance of building 

The equation of a building heat balance for a cer
tain period can be expressed as follows (on the one side 
of the equation - the gained heat, on the other side - the 
lost heat): 

or (I) 
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where Q
1055 

- building heat losses; Qenv - heat losses 
through building partitions (envelope); Qvent- heat losses 
with ventilation; Qdhwp - heat consumption for DHW 
preparation; Q,s - heat supplied to building by heating 
system; Qdhws - heat supplied to building by DHW sys
tem; Qdhwn - heat transmitted to building from DHW pipe 
network; Q . - heat gains from the sun, people and gam 
household appliances. 

Attention should be paid that only Q,s or sum 
Qhs + Qdhws can by determined by heat meters. Heat con
sumption for domestic hot water (DHW) preparation is 
determined partly by meters and partly by calculations. 
Other quantities can only be calculated or evaluated. 

4.1. Calculated part of a building heat balance 

Building heat losses (MWh) of the investigated pe
riod can be calculated as follows [8]: 

Q =~U··A·n··A1 .A2 ·DD ·24·10-6; (3) env £..., 1 1 1 1-' 1-' n 

Qvent = V prem · nac ·Pia· Cpa· ~2 · DDn · 24 .J0-6 13,6; (4) 

where i - partition; U - heat transfer coefficient of par
tition (W/m2K); A - area of partition (m2; taking into 
account linear thermal bridges, dimensions of partitions 
must be determined according the requirements of present 
norms); n - coefficient evaluating the partition contact 
with outdoor air; ~ 1 - coefficient (only for the vertical 
barriers) evaluating the building configuration, its orien
tation from the viewpoint of world sides and wind im
pact; ~2 - coefficient evaluating the additional heat losses 
from uninsulated network pipes in the non-heated pre
mises, etc.; DD

11 
- normative degree-days number of in

vestigated period; V - volume of all premises (m3); prem 
nac- air change rate (1/h); P;a- air density in premises 
(kg/m3); c a - air specific heat (kJ/kg0 C). 

In re:idential buildings the heat gains from people 
and domestic appliances are proportional to the area of 
living rooms and kitchens. It is assumed that sum of heat 
gained from the sun, people and household appliances is 
50 kWh/m2 of the total area per heating season. Per day 
it would be 0,25 kWhlm2 and that corresponds to the 
average heat gain flow of about 10 W/m2• 

Qgain =025·A·z; (kWh) (5) 

where A - total heated area (m2); z - duration of in
vestigated period in days. 

If circulation in the DHW system is permanent, heat 
flow from this network is almost constant during the year. 
In spite of that, it is very difficult to determine the real 
heat amount transferred from the DHW network to the 
building, because there is usually no separate heat meter 
for the DHW, amounts of supply and return water are 
different, and the temperature of the returned water is 
unknown (load of circulation line during the day is not 
constant). Therefore this amount of heat is usually cal-

Fig 1. Worksheet "Theoretical" of the program GGNEVA 

culated using equations of heat transfer. It can be used 
such a simplified equation: 

Qdhwn=an·ldhwn·24·zllOOO; (kWh) (6) 

where a 11 - coefficient of heat transfer from the net
work of DHW, assuming that average diameter of pipes 
is 20 mm, and average difference of temperatures of pipe 
and its environment is 30 °C, an = 30 W/m; ldhwn -to
tal length of insulated DHW pipes in building. 

In multi-storey residential buildings the heat amount 
transferred from the DHW network is often equal to and 
sometimes even greater than the heat consumption for a 
DHW preparation. Theoretical calculations as well as 
practical experience may confirm that [20-22]. It is ob
vious that this heat amount participates in the building 
heating, but it is emitted only in bathrooms and pipe 
niches. 

In the GGNEV A program the worksheet "Theoreti
cal" is designed for the theoretical calculation of a build
ing heat losses (Fig 1 ). Both the capacity of a heating 
system and the annual heat consumption are calculated 
for two situations - actual (before renovation) and fu
ture, when heat saving measures will be implemented. 
Also, heat savings of each building component and total 
savings are presented here. 

4.2. Treatment of actual heat consumption data 

Actual heat consumption of a heating system is de
termined as the difference in indications of a heat meter. 
Depending on what heat consumption is metered - total 
or only of the heating system, the equations differ: 

Q = ~ · p · c · (t - t ) I 3600· (kWh) (8) dh11p dhw u· pw hw cu· ' 

where ~, - difference in indications of heat meter dur
ing investigated period (kWh); ~dhw- difference in indi
cations of DHW meter during investigated period (m3); 

thw - temperature of prepared hot water; tcu· - tempera
ture of cold water supplied to the building; Pw - density 
of water (kg/m3); cpw - specific heat of water (kJ/kgK). 
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Fig 2. Worksheet "Periods" of the program GGNEVA 

Heat consumption for a DHW preparation can be 
easily calculated according to the data of the central 
DHW meter. If there is no such a meter, data from indi
vidual DHW meters can be used (taking into account 
their reliability). If there are no DHW meters in a build
ing, but there is a common heat meter, the approximate 
heat consumption in the DHW system can be determined 
by the heat consumption data taken during the summer 
period. 

The base of analysis of actual heat consump
tion is the data of the past periods. The more periods are 
analysed, the better (more accurate) results could be 
obtained. In practice the most common period for regis
tering of heat consumption is one month, because the 
bills for consumed heat usually come monthly. In this 
case there are only 7 points for analysis during the heat
ing season (in Lithuania- from October to April). Two 
points should be rejected because buildings are not heated 
through the entire months of transitional period. Infor
mation of the rest 5 points usually is too aggregated 
(variations of heat consumption during the month is 
smoothed). In our opinion, the ideal registration period 

Fig 3. Worksheet "Characteristic" of the program GGNEVA 

for the described analysis is 
one week. This duration of 
registration period allows to 
have about 25 points for 
analysis per heating season 
and to avoid distortion in the 
transitional months of the 
heating season or when sup
ply of DHW is out of order. 
The period shorter than one 
week is unacceptable be
cause of heat inertia and 
behaviour of users (espe-

cially in DHW consumption) in the building. 
The example of a periods data is shown in Fig 2. 

The result of an analysis of each period - the so-called 
building Heat Losses Characteristic (HLC), which indi
cates physical building heat losses per unit of degree
days at a certain outdoor temperature. The dependence 
of HLC on the outdoor temperature is examined in the 
GGNEVA worksheet "Characteristic" (Fig 3). In the ideal 
case, the points (point is HLC of the period) should be 
located in one horizontal line, ie the building should 
consume the same amount of heat per one degree day, 
independently of the outdoor temperature. In reality such 
a situation never happens - even if points are approxi
mately in a horizontal line, their distribution across the 
vertical axis is usually significant. That means that it is 
impossible to say exactly how much heat the building 
will consume in reality when the outdoor temperature is 
of a certain value. The answer can be only statistical 
and therefore the regression analysis is used. 

The presented graph can be very informative for an 
experienced specialist. According to the character of the 
curves some heat consumption problems can be diag
nosed. For instance, a great distribution of points by 
vertical axis shows an inefficient operation of control 
equipment (automatics) of the heating system. Inclina
tion of the curves indicates that under some outdoor tem
peratures the building is either overheated or underheated. 
But the main purpose of this graph is to notice the evi
dent anomalies in general and the unreal data of some 
periods. Thus the identified wrong point can be rejected, 
or data of this point can be corrected. 

For obtaining the convergence between the calcu
lated heat demand and the factual heat consumption, re
calculated under normative conditions, or, in other words, 
for correcting a designed heat balance, the worksheet 
"Fitting" is designed (Fig 4). Here, in one place all the 
main calculation parameters can be corrected ( eg prop
erties of building partitions, air change and heat gain 
rates, temperatures of hot and cold water, type of heat
ing system regulation). Besides the data input area, there 
is a laconic result area, in which the calculated heat de
mand and the actual heat consumption before renovation 
(recalculated to the normative conditions), the difference 
between them, calculated heat demand after renovation 
and heat savings are presented. 



102 K. Ciuprinskas. V. Martinaitis I JOURNAL OF CIVIL ENGINEERING AND MANAGEMENT- 2003, Vol IX No 2. 98-103 

Fig 4. Worksheet "Fitting" of the program GGNEVA with data of the analysed example: before (on the left) and after (on the 
right) correction of building heat balance 

In Fig 4 the results of the analysed example before 
and after correction are presented. It can be seen that 
before correction (on the left) the calculated heat de
mand is 18 % greater than the actual heat consumption 
and it is not obvious which value can be trusted. On the 
right side of the figure, the results are presented after 
correction. 

In this case, the calculated heat demand and the 
actual heat consumption coincide. In this example this is 
reached by a correction of the cold water temperature, 
air change rate and the average temperature of the pre
mises. 

In Table I more detailed results of this example are 
presented. It is seen that the expected heat savings with
out correction is 61 MWh greater than savings calcu
lated after the correction. Thus, the difference between 
values is 26 %. Naturally, convergence can be reached 
also by manipulation of other parameters, so the energy 
consultant can never be sure that the obtained results 
after correction are absolutely exact. But anyhow, after 
such a correction the results will be much more reliable 
than without any correction at all. Also, they will be more 
reliable compared with results obtained by using calcu
lations only, without an analysis of the real heat con
sumption. 

Table I. The results of heat consumption and savings of the 
analysed example 

Heat consum_mion (MWh) not corrected corrected 
actual (norm. conditions) 478 502 
theoretical (calculated) 564 502 

Heat saving 292 231 
compared with actual cons. 61% 46% 
compared with calc. demand i 52% 46% 

Error in saving evaluation 61 (26 %) -

5. Generalisation 

The procedure of a building energy audit should 
involve the correction of calculated heat balance accord
ing to its real heat consumption, recalculated to the nor-

mative conditions. In the manipulating different building 
parameters of not exact meanings, it is necessary to at
tain that the building heat demand before renovation 
(theoretically calculated by the same methodology and 
parameters as demand after renovation) would be as close 
as possible to the actual heat consumption, recalculated 
under normative conditions. Only after such a fitting of 
the actual and theoretical heat demands (decomposition 
of building heat balance and correction of its compo
nents) is it possible to have a reasonable assessment of 
the feasible heat savings, after the implementation of heat 
saving measures. 

The methodology of a building heat demand calcu
lation, in the frame of the described problem, is not the 
most important thing, because the correction of the de
signed heat balance according to the real heat consump
tion is necessary by using any "theoretical" methodol
ogy. It is obvious that this correction is possible for ex
isting buildings only, when the real heat consumption is 
available (it is better if more than one year). These cal
culations are necessary for energy consultants who need 
to perform the energy audit of an entire building and 
assess the possible heat savings after implementation of 
energy saving measures. 

The correction of data, when exact values are not 
known, is hardly a justifiable way. But in practical ac
tivities of energy consultants it is often necessary to make 
some assumptions and evaluations even if some data are 
missing. The offered methodology is probably not abso
lutely reliable, because there is no exact receipt of what 
data and how it should be changed, but it is definitely 
more reliable than the direct calculation of heat demand 
before and after renovation without any correction ac
cording to real consumption data. Depending on the quali
fications and experience of a consultant and the avail
able non-numerical information (questioning of users, 
inspection of building), really good results can be ob
tained without expensive and time-consuming measure
ments. 
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